‘CHEMTECH « FORD

ANALYTICAL LABORATORIES

DATE: ©8/17/95

RIVERTON CITY CORP.
% SCOTT HILL

P.0. BOX 429 95-1512
RIVERTON, UT 84065
SAMPLE : DRINKING WATER SAMPLES COLLECTED 8-07-95
RECEIVED 8-@7-95 FOR LEAD/COPPER ANALYSIS.

1426 W. 12891

11940 SO. SUGAR

6:30 AM PINE CIR.

5:15 AM

Copper Cu mg/l1 EPA 200.7 .@59 .23
Lead Pb mg/1 EPA 200.9 ND ND

“SAMPLES FIXED UPON RECEIPT

Chemical and Bacteriological Testing

70
12974 SO. METHOD
2176 W. DETECTION
8:00 AM LIMIT
074 .010
ND . 005

O FORD + 40 West Louise Avenue « Salt Lake City, Utah 84115 (801) 466-8761 « Fax (801) 466-8763
O CHEMTECH » 6100 South Stratler « Murray, Utah 84107 « (801) 262-7299 « Fax (801) 262-7378



‘CHEMTECH « FORD

AN ALYT'C AL LABOR ATOR'ES Chemical and Bacteriological Testing
PAGE: 2
95-151270@
11834 11964 sO. 2248 W. METHOD
LAMPTON 1420 W. : 13559 SO. DETECTION
VIEW 4:00 AM 6:00 AM LIMIT
5:15 AM
Copper Cu mg/l EPA 200.7 .13 .087 .13 .010
Lead Pb mg/1 EPA 200.9 ND ND ND . 005

“SAMPLES FIXED UPON RECEIPT

O FORD « 40 West Louise Avenue « Salf Lake City, Utah 84115 » (801) 466-8761 » Fax (801) 466-8763
O CHEMTECH « 6100 South Stratler o Murray, Utah 84107 = (801) 262-7299 « Fax (801) 262-7378



'‘CHEMTECH « FORD

AN ALYT'C AL I. ABO R ATO RIES Chemical and Bacteriological Testing
PAGE: 3
95-151270
12881 S0O. METHOD
2085 W. DETECTION -
5:50 AM LIMIT
Copper Cu mg/l EPA 200.7 .14 .010
Lead Pb mg/1 EPA 200.9 ND . 005

“SAMPLES FIXED UPON RECEIPT

A R ppee

FORD ANALYTICAL LABORATORIES

ND = None Detected. * = Analyzed at Ford.

O FORD « 40 West Louise Avenue « Salt Lake City, Utah 84115 « (801) 466-8761 « Fax (801) 466-8763
O CHEMTECH + 6100 South Stratler « Murray, Utah 84107 « (801) 262-7299 « Fax (801) 262-7378




CHEMTECH « FORD

AN ALYT'C AL LABO R ATO R'ES Chemical and Bacteriological Testing

DATE: @8/17/95

RIVERTON CITY CORP.

% SCOTT HILL

P.0. BOX 423 95-151260
RIVERTON, UT 84065

SAMPLE: DRINKING WATER SAMPLES COLLECTED 8-07-95
RECEIVED 8-07-95 FOR LEAD/COPPER ANALYSIS.

12371 S0. 12756 SO. 12757 SO. METHOD

1450 W. 3030 W. BERGEN DETECTION

6:00 AM 7:00 AM . 6:00 AM LIMIT
Copper Cu mg/1 EPA 200.7 .16 .54 .67 .010
Lead Pb mg/1 EPA 20@.9 ND ND ND . 005

“SAMPLES FIXED UPON RECEIPT

O FORD « 40 West Louise Avenue e Salt Lake City, Utah 84115 « (801) 466-8761 « Fax (801) 466-8763
O CHEMIECH « 6100 South Stratler « Murray, Utah 84107 » (801) 262-7299 « Fax (801) 262-7378



CHEMTECH  FORD

AN ALYTI C Al. LABOR ATOR'ES Chemical and Bacteriological Testing
PAGE: 2
95-151260
12820 SO. 11865 S0. 12640 SO. METHOD
2062 W. BUCKWHEAT - 2360 W. DETECTION
6:45 AM 6:30 AM 8:35 AM LIMIT
Copper Cu mg/1l EPA 200.7 .035 .12 .12 .010
Lead Pb mg/1 EPA 200.9 ND ND ND . 005

“SAMPLES FIXED UPON RECEIPT

O FORD » 40 West Louise Avenue ¢ Salt Lake City, Utah 84115 « (801) 466-8761 « Fax (801) 466-8763
O CHEMTECH « 6100 South Stratler = Murray, Utah 84107 « (801) 262-7299 « Fax (801) 262-7378




-

CHEMTECH « FORD

AN ALYTI C AI. LABOR ATORIES Chemical and Bacteriological Testing
PAGE: 3
95~-151260
12274 SO. 12663 SO. 12780 SO. METHOD
1450 W. 2295 W. 3250 W. DETECTION
5:30 AM 8:45 AM 8:03 AM LIMIT
Copper Cu mg/l EPA 200.7 .18 .18 .77 .010
Lead Pb mg/1 EPA 200.9 ND ND ND . 005

“SAMPLES FIXED UPON RECEIPT

N M

FORD ANALYTICAL LABORATORIES

ND = None Detected. * = Analyzed at Ford.

O FORD » 40 West Louise Avenue « Salt Lake City, Utah 84115 « (801) 466-8761 » Fax (801) 466-8763
O CHEMTECH « 6100 South Stratler « Murray, Utah 84107 « (801) 262-7299 « Fax (801) 262-7378



‘CHEMTECH « FORD

ANALYTICAL LABORATORIES

RIVERTON CITY CORP.
% SCOTT HILL

Chemical and Bacteriological Testing

DATE: ©8/17/95

P.O. BOX 429 95-151250

RIVERTON, UT 84065

SAMPLE: DRINKING WATER SAMPLES COLLECTED 8-07-95

RECEIVED 8-07-95 FOR LEAD/COPPER ANALYSIS.

12077 3Q. 12876 SO. 12879 S0. METHOD
1390 W. 2140 W. 2200 W. DETECTION
7:30 AM 5:30 M 8:30 AM LIMIT -

Copper Cu mg/l EPA 200.7 .35 .27 @49 .010

Lead Pb mg/1 EPA 200.9 ND ND ND . 005

“SAMPLES FIXED UPON RECEIPT

O FORD e« 40 West Louise Avenue « Salt Lake City, Utah 84115 « (801) 466-8761 « Fax (801) 466-8763
O CHEMTECH « 6100 South Stratler « Murray, Utah 84107 « (801) 262-7299 « Fax (801) 262-7378



“CHEMTECH « FORD

AN ALYTl C AL LABO R ATO RlES Chemical and Bacteriological Testing
PAGE: 2
95-151250
11810 SO. 12875 S. ~.12891.80. .. METHOD .
11i6 W. 2140 W. . 2230 W, DETECTION
7:00 AM 4:45 AM LIMIT
8:00 AM
Copper Cu mg/1 EPA 20@.7 .15 .017 .23 .910
Lead Pb mg/1 EPA 200.9 ND ND ND .@25 -

~SAMPLES FIXED UPON RECEIPT

O FORD « 40 West Louise Avenue « Salt Lake City, Utah 84115 « (801) 466-8761 « Fax (801) 466-8763
O CHEMTECH « 6100 South Stratler « Murray, Utah 84107 « (801) 262-7299 « Fax (801) 262-7378




‘CHEMTECH « FORD

AN ALYT'C AL LABO R ATORIES Chemical and Bacteriological Testing
PAGE: 3
95-151250
12648 SO. 12963 S0. 3043 W. METHOD
2295 W. 2245 W, MARTINEZ DETECTION
5:17 AM 6:40 AM 8:00 AM LIMIT
Copper Cu mg/1 EPA 200.7 .06 .16 .16 .010
Lead Pb mg/l EPA 200.9 ND ND ND . 005

“SAMPLES FIXED UPON RECEIPT

ND = None Detected.

*

A Rnvecene

FORD ANALYTICAL LABORATORIES

= Analyzed at Ford.

O FORD « 40 West Louise Avenue « Salt Lake City, Utah 84115 « (801) 466-8761 « Fax (801) 466-8763
O CHEMTECH » 6100 South Stratler « Murray, Utah 84107 « (801) 262-7299 « Fax (801) 262-7378



CHEMTECH « FORD

ANALYTICAL LABORATORIES Chemical and Bacteriological Testing

DATE: 08/14/95

RIVERTON CITY CORP.
% SCOTT HILL : :

P.0. BOX 429 95-151520
RIVERTON, UT 84065

SAMPLE : DRINKING WATER SAMPLES COLLECTED 8-08-95
RECEIVED 8-©8-95 FOR LEAD/COPPER ANALYSIS.

3058 W. 13579 S0. 12744 SO, METHOD

12650 SO. 2260 W. 2295 W. DETECTION

8:30 AM 5:15 AM 5:45 AM LIMIT
Copper Cu mg/1 EPA 200.7 .25 .089 .059 .010
Lead Pb mg/1 EPA 200.9 ND ND ND . 005

“SAMPLES FIXED UPON RECEIPT

B Mroreen

FORD ANALYTICAL LABORATORIES

ND = None Detected. * = Analyzed at Ford.

O FORD ¢ 40 West Louise Avenue « Salt Lake City, Utah 84115 « (801) 466-8761 « Fax (801) 466-8763
O CHEMTECH « 6100 South Stratler « Murray, Utah 84107 « (801) 262-7299 « Fax (801) 262-7378



CHEMTECH « FORD

AN ALYTIC AI. LABO R ATO RlES Chemical and Bacteriological Testing

DATE: @8/17/95

RIVERTON CITY CORP.

% SCOTT HILL . -

P.O. BOX 429 95-151890
RIVERTON, UT 84065

SAMPLE : DRINKING WATER SAMPLE COLLECTED 8-29-95
RECEIVED 8-09-95 FOR LEAD/COPPER ANALYSIS.
12459 S0. 1450 W., 8:55 A.M.

Results Method Detection
Limit
Copper Cu mg/l EPA 200.7 .11 .010
Lead Pb mg/1 EPA 200.9 ND . @05
“SAMPLES FIXED UPON RECEIPT
PN .Mf\(\}\\\m\m\

FORD ANALYTICAL LABORATORIES

ND = None Detected. * = Analyzed at Ford.

O FORD « 40 West Louise Avenue « Salt Lake City, Utah 84115 « (801) 466-8761 » Fax (801) 466-8763
O CHEMTECH « 6100 South Stratler « Murray, Utah 84107 « (801) 262-7299 « Fax (801) 262-7378




CHEMTECH « FORD

ANALYTICAL LABORATORIES Chemical and Bacteriological Testing

DATE: ©8/30/95

RIVERTON CITY CORP.

% SCOTT HILL o : o
P.0. BOX 429 95-152480
RIVERTON, UT 84065

SAMPLE: DRINKING WATER SAMPLE COLLECTED 8/14/95, 4:30 P.M.
RECEIVED 8/14/95 FOR LEAD/COPPER ANALYSIS.
2059 W. 13220 SOUTH

Results Method Detection
Limit
Copper Cu mg/l1 EPA 200.7 .49 .010
Lead Pb mg/l1 EPA 200.9 ND .05

“SAMPLES FIXED UPON RECEIPT

H o

FORD ANALYTICAL LABORATORIES

ND = None Detected. * = Analyzed at Ford.

O FORD « 40 West Louise Avenue « Salt Lake City, Utah 84115 « (801) 466-8761 « Fax (801) 466-8763
O CHEMIECH « 6100 South Stratler » Murray, Utah 84107 « (801) 262-7299 « Fax (801) 262-7378



COPPER SAMPLING SUMMARY SHEET

System number_/JO2S"  Date form completed 7/\)’/ ay

Systemname /e(uc‘/duq Cﬂfr &w’ﬁ

Individual completing form:
Name De =K l/f

Address /2 7(0-S_ S, [Soo ¢JI ,/,&).e,vfo,;1 (A FAl /?&C,J

/

Phone # 239 -©070Y For samples collected between__J /7 / 23~ fo Y’/ 44 /35—

2.,087 12. /2. p2.. 23 b2 42. 52. Isz. 72. Isz. 92.
3.,074 3. ,,3 p3..23 b3. k3. 53. |63. 73. Iss 93.
"4. ,OSs9 4. /3 pa. .25 pa. Ju 54. l64 74. |84 94.
||s OS9G PS5 ./ PpS..27 P |45 55 |ss 75 lss 95
||6. ,049 |16. (s~ ps. . IS . I46 56. |66 76. Iss 9.
"7.,0;15- 17. /¢ P1L.49 PI. 7. 57. ls7. 77. |s7 97.
8..0/7 |18. -/ ps. .SY Ps. 48, 58. 68. 78. Ias. 98.
9..9% 9. ./c bs..c7 . k. 59, l69. 79. lss. 99.

I certify, to the best of my knowledge, the data listed on this form is from kitchen and bathroom
cold water taps taken immediately after the water has stood in the pipes for at least six hours
(first draw samples).

Signature Te XA

(person completing form)

This form, when completed, will determine if your drinking water system is in compliance with
the Lead/Copper Rule (Utah Public Drinking Water Rule, R309-103-1.4).

INSTRUCTIONS
1. Arrange the Copper sample results in order of the results with the lowest result being entered
on line one, the next lowest result on line two, and so on until the highest result is the last

entry.
2. Attach a copy of gll sample results of analysis to this form.
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LEAD SAMPL]NG SUMMARY SHEET RECEIVE_D

System number. /Y025 Date form completed ?/5/25 ‘ SEP 07 1395
Sysemuame__ (oo ton Cfy Covg WATER RIGHTS
Name e 4 1

Address_/206.5 5 /Yoo w.  fivectom Ut Proes

Phone #_.25/~ )0y For samples collected between_/2 /95 fo //7/85~

LA Juud bl b 1 1. 1. 7. 1 o1
|1. WO D k.AoD b ke. 52. ls2. 72. le2. 92. |
WD Bud oD b ka. 53, k. 73. les. 93. |
lepud hapd bapp ba las. 54, lss. 74. - les. 94.
s lsubd bbb ks. 5s. ks. 75. fs. 9s.
6D Neud ps. D Pe. ke. 56. Jes. 76. fes. 9.
T 00 b pryd  pr . 57. l67. 71 k7. 97.
Is. UD s D psud b ks. 8. lss. 78. lss. s,
0.0  Jo. /D po. /b . ke. 59, leo. 7. feo. 9.
Ilo MO PNy po. b Lo E 60. Izo. E b 100.

I certify, to the best of my knowledge, the data listed on this form is from kitchen and bathroom
cold water taps taken immediately after the water has stood in the pipes for at least six hours

(first draw samples).
Je A

(person completing form)

Signature

This form, when completed, will determine if your drinking water system is in compliance with
the Lead/Copper Rule (Utah Administrative Rule, R309-103-1.4).

INSTRUCTIONS
1. Arrange the Lead sample results in order of the results with the lowest result being entered
on line one, the next lowest result on line two, and so on until the highest result is the last

entry.
2. Attach a copy of all sample results of analysis to this form.
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